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ABSTRACT
Wind induces a ground-surface pressure field around a building that can
substantially affect the flow of soil gas and thereby the entry of radon and other soil-gas
contaminants into the building. To quantify the effect of the wind-induced ground-
surface pressure field on contaminant entry rates, the mean ground-surface pressure field
was experimentally measured in a wind tunnel for several incidence angles of the wind,
two atmospheric boundary layers, and two house geometries. The experimentally
measured ground-surface pressure fields are compared with those predicted by a k-£
turbulence model. Despite the fundamental limitations in applying a k-£ model to a
system with flow separation, predictions from the numerical simulations were good for
the two wind incidence angles tested.
Key work index: wind-induced ground-surface pressures, soil-gas transport, radon entry,
wind effects
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NOMENCLATURE
cp(x,y)
CPIF(X,y)
Cplw(X,y)
d
E(x,y)
I(z)
K
k
Pgl"(x,y)
P=
U(z)
Ure/
u.
(x,y)
z
mean ground-surface pressure coefficient at (x, y) (-)
mean ground-surface pressure coefficient at (x, y), from FLUENT (-)
mean ground-surface pressure coefficient at(x, y), from the wind tunnel (-)
displacement height (m)
error in predicted pressure coefficient at (x, y) (-)
turbulence intensity (-)
von Karman's constant (0.4)
turbulent kinetic energy per unit mass of fluid (m2 S-2)
mean ground-surface pressure at (x,y) (Pa)
free stream pressure (Pa)
mean wind speed at height z (m S-I)
mean wind speed at stationary reference pitot tube (m S-I)
friction velocity (m S-I)
mean wind speed at eave height (m S-I)
ground-surface coordinates (m)
roughness length (m)
height above the ground surface (m)
Greek letters
£ rate of dissipation of turbulent kinetic energy per unit fluid mass (m2 S-3)
p air density (kg m-3)
a(z) standard deviation of U(z)at height z (m S-I)
shear stress at the ground surface (kg m- I S-2)
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Introduction
The indoor environment IS an important site for human exposure to airborne
contaminants (Nero [1)). L'1door air contaminants can originate from many sources,
including building materials, furnishings, consumer products, and the soil surrounding the
house. The present work is aimed at developing a better understanding of the soil-gas
transport and entry into houses of radon and volatile organic compounds (VOCs). In this
context, wind is of interest because its interaction with the building structure and nearby
soil surface can significantly affect soil-gas movement around, and into, the house.
Research on the entry of soil-gas contaminants into buildings is motivated by the
relatively large risks associated with exposure to these compounds. The lifetime risk of
lung cancer from exposure to average U.S. indoor radon concentrations is estimated to be
0.4% (EPA [2]). This risk is several orders of magnitude larger than the risks associated
with many other environmental contaminants currently of concern. Carcinogenicity is
also a concern for VOCs that can enter houses via pathways analogous to those of radon
(Wallace [3], Little et al. [4]). Benzene, for example, is recognized as a human
leukemogen (IARC [5]).
Our laboratory is engaged in an ongoing effort to develop models that characterize
the environmental and building factors affecting indoor contaminant concentrations. The
understanding gained from these models can be used to determine which parts of the
population are at risk, to decide where resources should be spent, and to design efficient
and effective mitigation systems.
The effects of wind on a building's ventilation rate and relative depressurization
with respect to outdoor air have been thoroughly studied (e.g., Sherman [6], Ernest [7],
Feustel and Sherman [8]). However, the wind-induced ground-surface pressure field has
largely been ignored in models of contaminant entry into houses (Gadgil [9]). Several
authors have presented empirical evidence indicating that this pressure field may be
significant when determining radon entry rates (Turk et al. [10], Nazaroff et al. [11]). A
related paper (Riley et al. [12]) investigates the effects of wind on radon entry and indoor
radon concentrations. In that work, the wind tunnel data reported here are used as input
to a three-dimensional numerical model of soil gas and radon transport. We demonstrate
that ignoring the wind-induced ground-surface pressure field can lead to large errors in
predicted soil gas and radon entry rates, especially in high-permeability soils.
Other authors have published wind tunnel studies of flow around bluff bodies that
include measurement of the ground-surface pressure distdbution. Sakamoto and Mikio
[13] examined the flow around a cube in a turbulent boundary layer and presented
contour plots of the pressure distribution on the ground surface. Unfortunately, the
results correspond to cube heights that are relatively large compared to the boundary layer
thickness, and therefore do not correspond to the case of a building immersed in the
atmospheric boundary layer. The lowest ratio of cube height to boundary layer thickness
for which they report results is 0.4, whereas typical values for the ratio of hous.e height to
boundary layer depth are less than 0.1. Surry [14] and Okada and Ha [15] present the
ground-surface pressure coefficient at several positions around a test building at Texas
Tech University. The coverage of these measurements, however, is insufficient for our
purposes. Levitan [16] has performed a wind tunnel study and measurements of the
ground-surface pressure field around this same building. Although the building geometry
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is somewhat different than ours, the ground-surface pressure fields he reports are
qualitatively similar to those we present here.
Scott [17] reported results, generated in a small wind tunnel, of the mean ground-
surface pressure distribution around a single-family home. This information was then
used to predict radon entry rates into a house during a summer and winter period in
Toronto. In this paper we extend Scott's work by more carefully controlling the
experimental conditions and investigating the feasibility of replacing the wind tunnel
experiments with numerical simulations.
Because wind tunnel experiments are relatively expensive, numerical simulation
of air flow around buildings has begun to receive considerable attention. There are many
simulation techniques, broadly characterized by their treatment of turbulence, for
modeling these flows. The simplest numerical simulation techniques applicable to the
present problem are based on the k-£ turbulence model. In this model, the eddy viscosity
is linked to the turbulent kinetic energy per unit fluid mass, k (m2 S·2), and the rate of
dissipation of turbulent kinetic energy per unit fluid mass, £ (m2 S·3). The details of the k-
£ model are thoroughly documented elsewhere (e.g., Anderson et al. [18]).
Generally, this modeling approach encounters difficulty predicting the flow
separation that occurs in the vicinity of bluff bodies. Murakami [19] attributes this to an
overestimate of the turbulent kinetic energy in the region of separation, which leads to an
overestimate of the eddy viscosity. Nevertheless, the k-£ turbulence model has been used
extensively to simulate the flow around buildings immersed in turbulent boundary layers.
Patterson and Apelt [20] report very good agreement with experimental results for mean
pressures in the vicinity of a cube. Stathopoulos and Zhou [21] studied wind flow around
an L-shaped building. They concluded that their simulation results provided good
prediction of building surface pressures, except at areas near the building edges when the
wind incidence is oblique. In a full-scale building experiment, Hoxey and Richards [22]
report a number of differences between the experimental measurements and model
predictions of the pressure field, especially in regions of separated flow. However, they
state that the overall structure of the pressure distribution is well described by the model.
Zhang et al. [23] studied a cubic building and report that the computed mean velocity
fields show good agreement with wind tunnel measurements; no results were presented
for the pressure field around the body.
Current state-of-the-art techniques, such as large eddy simulations, are designed to
predict the complex wind flows around buildings more accurately. The increase in
accuracy possible with these models comes at the expense of a large increase in
computation time (e.g., Ferziger [24], Murakami [19]). One goal of the present work,
together with that reported in Riley et al. [12], is to test whether the relatively inexpensive
k-£ turbulence model can provide sufficiently accurate ground-surface pressure fields for
the simulation of soil-gas contaminant transport around houses.
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Materials and Methods
Boundary Layer Wind Tunnel
The experiments \vere performed in the boundary-layer wind tunnel of the
Department of Architecture at the University· of California, Berkeley. A detailed
description of the wind tunnel can be found in Bauman et al. [25]. The test area has a
cross section of 1.5 m high by 2.1 m wide, and the house model can be oriented at any
angle to the incident wind by means of a turntable. A scale of ] :61 was used for the
experiments; however, all dimensions reported here will be full-scale values. Three
pressure transducers were used to measure the distribution of mean ground-surface
pressures around the model building and the free stream dynamic and static pressures.
The wind speed was measured with a hot-wire anemometer at 60 elevations in the
boundary layer. At each height, 30 readings per second were taken for 30 seconds. The
mean and standard deviation of the wind speed were calculated from these data.
For an adiabatic atmosphere, and for the flow through the wind tunnel, the
horizontal wind speed in the vicinity of the ground surface is often represented by a
logarithmic profile (Seinfeld [26])
V(Z) =~ln(z - d)
K Zo
(1)
where V(z) is the mean horizontal wind speed (m sol) at height z (m), u. is the friction
velocity (m sol), K is von Karman's constant (0.4), Zo is the roughness length (m), and
d is the displacement height (m). The displacement height is the distance above the
ground surface where V(z) begins to follow the logarithmic profile. It is typically less
than the average height of the surrounding buildings, and is taken to be zero for smooth
surfaces. The friction veloeity, u" is defined as ~ ~ , where To is the shear stress at the
ground surface (kg mol S-2) and p is the air density (kg m-3).
The turbulence intensity, I(z) (-), indicates the size of the velocity fluctuations
with respect to the mean velocity
I( ) = a(z)
z V(z) (2)
where a(z) is the standard deviation of V (z).
Experiments were performed for two different atmospheric boundary layers. The
first had a roughness length of 0.1 m and a displacement height of am (referred to
hereafter as the "countryside" boundary layer), corresponding to the outskirts of a small
town or a countryside with many hedges, some trees, and some buildings (ESDU [27]).
The second had a roughness length of 0.29 m and a displacement height of 6 m (referred
to hereafter as the "suburban" boundary layer), corresponding to the suburbs of a large
town or the interior of a small town. These values were chosen to bound the range of
expected conditions around most single family homes. The boundary layers are
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established in the wind tunnel by placing blocks on the floor upwind of the house model.
Figures 1 and 2 show the experimental and analytical profiles of horizontal wind
speed and turbulence intensity for these two boundary layers. The analytical horizontal
wind speed is calculated from equation (1) and the turbulence intensity profile is from
ESDU [27]. The shear velocities used in the analytical curves are averages over the
boundary layer depth: 0.35 m S-l for the countryside boundary layer, and 0.48 m S·l for
the suburban boundary layer.
Model Geometry and Pressure Measurement
The house geometry used in the wind tunnel experiment was chosen to represent a
typical single-family structure in size and aspect ratio. The building has a p!<in area of
8.7 m x 10.4 m, a height of 3 m, a 6: 12 roof pitch (rise:run), and an eave overhang of
30 em (Figure 3). The model blocks 0.2% of the wind-tunnel cross section. Separate
experiments were perfonned with a gable roof and a flat roof to determine the effect of
roof geometry on the ground-surface pressure field. The permeability of a building's
walls (e.g., open windows) was not considered in either our wind tunnel or numerical
modeling experiments. We expect that the error introduced by this simplification is
small.
The data acquisition system in the wind tunnel can record 66 pressure
measurements at discrete points without interrupting the experiment. The complete
pressure field was determined by recording 66 values on half of the ground surface and
then rotating the house 180° and recording another 66 values. Thus, mean ground-surface
pressures were determined at 132 points around the house for each case. Experiments
were run at eight wind angles (every 45°) for each boundary layer and house geometry.
By taking advantage of symmetry, the data were combined into results for three incident
wind angles: 0° (perpendicular to the short side of the house), 45°, and 90°
(perpendicular to the long side of the house).
Pressures were read 30 times per second for 30 seconds at each tap location; the
mean and standard deviation of the values were recorded. A delay of 15 seconds between
measurements at successive pressure taps was imposed to dampen any fluctuations
caused by switching between taps. The pressure transducers were calibrated using a
manual micromanometer.
The mean ground-surface pressures were normalized with respect to the eave-
height free-stream dynamic pressure to give the mean ground-surface pressure coefficient,
cp(x,y)
(3)
where Pg,(x,y) is the mean ground-surface pressure (Pa) at location (x,y), P~ is the
mean free stream pressure (Pa), p is the air density (kg m-\ and \!;,h is the mean wind
speed at eave height (m S-l).
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Numerical Simulations
FLUENT is a commercially available software package that models a wide range
of fluid flow phenomena by solving the conservation equations for mass and momentum
(FLUENT [28]). A control-volume based, finite-difference method is used to discretize
the equations, and we chose the k-£ model to simulate turbulence. The SIMPLEC
algorithm, developed by Patankar [29], provides the iteration framework used to converge
to a solution of the pressure and velocity fields.
The above-ground portion of the one-story house is modeled as a rectangular
prism with horizontal dimensions of 10.4 m x 8.7 m and a height of 3 m. The physical
space is discretized into 100,000 control volumes, and includes open space a distance of
six house dimensions from the building in both horizontal directions, and a vertical
dimension of 61 m. The ground is modeled as a smooth surface. We have assumed that
the house is isolated from other buildings and that the flow profile at the inlet to the space
corresponds to the "countryside" boundary layer. FLUENT computes pressure and
velocity data at each of the node points in the numerical space. We report normalized
mean ground-surface pressures (see equation 3).
Results and Discussion
Experimental Wind Tunnel Results
Contour plots of experimentally measured mean ground-surface pressure
coefficients are presented in Figures 4 and 5. Figure 4 shows the mean ground-surface
pressure coefficient fields for the "countryside" boundary layer. Figure 5 shows the
analogous information for the "suburban" boundary layer. The pressure coefficient fields
are remarkably similar, although the flow is perturbed by the building slightly less in the
"countryside" boundary layer. As a result, equivalent contour lines are closer to the
building for this case, particularly in the immediate vicinity of the house. Patterson and
Apelt [20], in their numerical study of flow past a cube, reached a similar conclusion
regarding the pressures near the ground when the boundary layer is altered. Their results,
though, showed more discrepancies than do ours.
The effect of the roof geometry on the pressure field is illustrated by comparing
the results in the left and right columns of either Figure 4 or 5. As expected, the building
with the gable roof causes a larger perturbation of the flow and extension of the ground-
surface pressure field. Changing from the gable roof to the flat roof has a larger effect on
the pressure field than changing the atmospheric boundary layer. A steeper roof, or
protuberances on the house, would also change the ground-surface pressures. These
factors could have as large an influence on the ground-surface pressure field as the
structure of the boundary layer.
To put our results in perspective, we note that a pressure difference of a few
pascals between the basement and soil surface is often sufficient to draw significant
amounts of soil gas into the house. Figures 4 and 5 indicate that pressure coefficients
ranging from about 0.4 to 1 are present on the ground surface near the building. The 50th
and 95th percentile wind speeds over a period of 25 years in Spokane, Washington, are
3.6 and 8.3 m S·I, respectively (NOAA [30]). We chose Spokane for this illustration
because radon entry and mitigation have been investigated in several houses in the area
(Turk et al. [10]). For a 3.6 m S-l wind the corresponding mean ground-surface pressures
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range from about 3.1 to 7.8 Pa; at 8.3 m S-1 the range is about 17 to 41 Pa. These
pressures are large in the context of soil-gas transport. The wind-induced ground-surface
pressure field can therefore be a significant factor influencing contaminant entry into
houses.
Numerical Simulation Results
The mean ground-surface pressure coefficients calculated by FLUENT for wind
incidence angles of 0° and 45° are shown in Figure 6. Figure 6 (b) corresponds to the
same boundary layer and house geometry as the wind tunnel results in Figure 4 (f), and
Figure 6 (a) corresponds to Figure 4 (e).
Comparison Between Wind Tunnel and Simulation Results
We define the modeling error, E(x, y), as the difference between the predicted
pressure coefficients from FLUENT and the wind tunnel
(4)
where CpIF(X,y) is the mean pressure coefficient at the ground-surface location (x,y)
calculated by FLUENT (-), and cP Iw (x, y) is the mean pressure coefficient at (x, y)
determined in the wind tunnel (-). Figure 7 shows a plot of the error for the cases
presented in Figures 4 (f) and 6 (b): wind from the "countryside" boundary layer incident
perpendicular to the short side of the house with a flat roof. The errors are similar when
the wind is incident at 45° to the house.
The FLUENT predictions are fairly accurate at the front and rear of the house.
Directly behind the house the simulation pressure coefficients are more negative than the
corresponding experimental values. This feature reverses at about 2 m behind the house,
where the numerical predictions are less negative than the experimental values. The
experimental pressure field extends further from the sides of the building than the
simulated pressure field. A similar observation was made by Hoxey and Richards [22] in
their numerical simulations of a full-scale experiment. The worst agreement between our
simulated and observed pressure coefficients occurs towards the front of either side of the
house. This is the region near the ground surface where the flow separates from the
building, a feature the k-£ turbulence model often fails to accurately capture. Figure 8 is a
histogram showing the distribution of errors in the pressure coefficient, E(x, y), for the
same boundary layer and house geometry as in Figure 7. The mean and standard
deviation of these errors are 0.12 and 0.033, respectively. The distribution of error for
wind incident at 45° to the house is· similar to that shown in Figure 8.
Conclusions
We have performed wind tunnel experiments to determine the mean ground-
surface pressure field established around a single-family house in the presence of wind.
Two atmospheric boundary layers and two house geometries were studied. The mean
ground-surface pressure fields determined in the wind tunnel experiment were compared
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to predictions from a k-£ turbulence model simulation. Although the k-£ model has
fundamental limitations simulating systems with flow separation, predictions from the
numerical simulations \vere good for the two wind incidence angles tested (0° and 45°).
Our numerical simulations of the flow of soil gas around a building (Riley et al.
[12]) indicate that radon entry rates are relatively insensitive to errors in the ground-
surface pressure field that are on the order of those presented in Figure 7. We therefore
conclude that, for a simple house geometry, the k-£ turbulence model predicts mean
ground-surface pressure fields that are sufficiently accurate to study the steady-state
transport of soil gas and radon in the presence of steady wind. Because the wind-induced
ground-surface pressures influence soil-gas contaminant entry to a large extent, transient
winds and more complicated geometries (e.g. multiple houses, multi-story houses)
continue to be of research interest.
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Figure 1. Experimental (e) and analytical (-) horizontal wind velocity (a), and
turbulence intensity (b), as a function of height above the ground for the
"countryside" boundary layer (Zo =0.10 m, d =0 m). The solid line in (a) was
calculated with equation (1) and in (b) from ESDU [27] correlations.
Figure 2. Experimental (e) and analytical (-) horizontal wind velocity (a), and
turbulence intensity (b), as a function of height above the ground for the
"suburban" boundary layer (Zo =0.29 m, d =6 m). The solid line in (a) was
calculated with equation (1) and in (b) from ESDU [27] correlations.
Figure 3. The wind tunnel building geometry (1:61 geometrical scale).
Figure 4. Wind tunnel mean ground-surface pressure coefficients for the "countryside"
boundary layer (Zo = 0.10 m, d = 0 m). Shown are results for the house with a
gable and flat roof at three incident wind angles. The contour interval is 0.20.
Figure 5. Wind tunnel mean ground-surface pressure coefficients for the "suburban"
boundary layer (Zo =0.29 m, d =6 m). Shown are results for the house with a
gable and flat roof at three incident wind angles. The contour interval is 0.20.
Figure 6. Numerical simulation mean ground-surface pressure coefficients for the
"countryside" boundary layer (zo = 0.10 m, d = 0 m). Shown are results for
the house with a flat roof at two incident wind angles. The contour interval is
0.20.
Figure 7. Contour plot of the error (numerical simulation value minus wind tunnel value)
in mean ground-surface pressure coefficient for the "countryside" boundary
layer (Zo = 0.10 m, d = 0 m) incident perpendicular to the 8.7 m side of the
house. The contour interval is 0.1.
Figure 8. Distribution of error (numerical simulation value minus wind tunnel value,
equation 4) in mean ground-surface pressure coefficient for the "countryside"
boundary layer (zo = 0.10 m, d = 0 m) incident perpendicular to the 8.7 m
side of the house.
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Figure I. Experimental (.) and analytical (-) horizontal wind velocity (a), and
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Figure 2. Experimental (.) and analytical (-) horizontal wind velocity (a), and
turbulence intensity (b), as a function of height above the ground for the
"suburban" boundary layer (Zo = 0.29 m, d =6 m). The solid line in (a) was
calculated with equation (l) and in (b) from ESDU [27] correlations.
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Figure 5. Wind tunnel mean ground-surface pressure coefficients for the "suburban"
boundary layer (zo =0.29 m, d =6 m). Shown are results for the house with a
gable and flat roof at three incident wind angles. The contour interval is 0.20.
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Figure 6. Numerical simulation mean ground-surface pressure coefficients for the
"countryside" boundary layer (Zo = 0.10 m, d = 0 m). Shown are results for
the house with a flat roof at two incident wind angles. The contour interval is
0.20.
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Figure 7. Contour plot of the error (numerical simulation value minus wind tunnel value)
in mean ground-surface pressure coefficient for the "countryside" boundary
layer (Zo = 0.10 m, d = 0 m) incident perpendicular to the 8.7 m side of the.
house. The contour interval is 0.1.
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Figure 8. Distribution of error (numerical simulation value minus wind tunnel value,
equation 4) in mean ground-surface pressure coefficient for the "countryside"
boundary layer (.zo =0.10 m, d =0 m) incident perpendicular to the 8.7 m
side of the house.
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